| installation Instructions
decentralized air conditioning systems Elec‘ﬁl‘ic Heat

700 SERIES — MODELS 7 THRU 17
ELECTRIC HEATER INSTALLATION

Step 1. Remove and save 2 maunting screws from the top front
adge of cooling chassis.

Step 2. With heater plug to the left side (control side), slide
heat section gver the chassis discharge opening. CAUTICHN . Be
careful to prevent damage of capillary tube on the top side of
the heat section. Push forward until lower front of heat section
butts sguarely with coofing chassis. Re-install 2 mouniing
screws 1o securely aitach heat section to chassis.

CABINET COOLING CHASSIS

\

HEATER

! .
PLUG SCREW CAFILLARY KICKFLATE

Climate Master Div. Weil- McLain 2007 Beechgrove PL. Utica, N.Y. 13501 ||

a0-A-D010%-1
Rewv.



