DWENO, 68249901 REVE
1110802 32104

NSTALLATION INSTRUCTEING
BOILERLESS KIT {ACCESRDRY BN ABO-11)
3[4-090 & 120

The boilerless conversion kit includes following items:

TORI Lockout Relay - CLM P/N 68337931

'LOR2' Lockont Relay - CLM P/N 68337931

'R Relay & 'ACO" Relay- CLM P/N 68537936 :

‘Astal’ Aguastat - Ranco No.AZ2-1179-200 CLM P/N 24319603

1) Remove yellow wire connecting terminal Y1 to termyinal no. 6
on the ACO relay,

23 Transfer wites conﬂectmd. at Lockout Relay (LOR1) terminal
COIL, COM and NC to the new Lockout Relay terminal nos. COTL, COM and
NC respectively.

3) Remove the Lockout Relay (LOR2) from the unit and install new
Lockout Relay as wired in step 2 1n its place.

4} Install 'R’ Relay in the control box.

5) Disconnect vellow wire connected at terrninal COM at the
Lockeut Relay (LOR2) and reconmest it to terminal no. 4 on the
'R’ Relay.

tt; Transfer wires connected at Lockout Relay (LOR2) terminal
COIL AND NC o the new Lockout Relay terminal COIL AND NC respectively.

7y Remove Lockout Relay from the unit and install the new Lockout
Relay as wired in step 6 in 115 place.

8) Install Aquastat (Astat) on the outside surface of the Water In/Out
panel close to the supply water piping. Wrap the capillary
tube from the Aquastat around the supply water piping (Note:
For proper functioning of the Aquastat, the section of the
piping where the capillary tube is to be wrapped must be
copper tubing,

2) Complete the remaining wiring as shown in the attached diagram,
(Note: The diagram shows only the wires that are to be added )
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P50028.03 125 Product Structure Inquiry 12:10:22 9/08/98
Azzsembly Inguiry

*msembly ABO-01 Lovi Zewsl Cd § Bztch Size
M Ex KIT EOILERLESS OFER 2 CIRCUIT Rev Dats 2/28/96 Rev Lavel
Crawing MNumber 2/26/86 Svnenym Code
Ac Conponent Description U/M 0ty Rec'd Typ
24005402 2AG PCLYETHYLENE g" X 12" E&4 1.CCe0n
24319603 TETAT RANCO RAZ2-X170-Z200 E& 1.0004040
28242401 W/0 DURL CIRCUIT REV-J E4 1.00080
58249501 INSTRUCTICONS B/LESS KIT 2 CRXT E& 1.00000
BE537507 RELAY 24V EBX £4-Z0102-301 EL 2.00000
£ BE537%38 RELAY POTTER B T32P11Aa22-24aV =R 2.00000
P 537232450 LOCEOUT RELAY FETH 19=-=231 =2 2.000C0

Tt Ty E ZAsmbl/Cormp

=

Fi=gxit Fr=Fold Fo=aw Inguiry



